
CONDUITS AND FITTINGS UGStext

UNDERGROUND STRUCTURES
STANDARDS UGS-100Issued: 4/06 Rev:  4
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Notes:
1.  Sweep minimum radius:
     A. Primary duct runs = 12.5'R.
     B. Secondary duct runs 4" & larger = 12.5'R.
     C. Secondary duct runs 3.5" & smaller = 36"R.
2.  See UGS-115, 115.1, and UGS-116 for riser bend requirements.
3.  All end bells, couplings, segments, etc., shall be made of the same material as the
     conduit to which they are attached.
4.  Adapters shall be standard types subject to Department approval.
5.  No materials labeled as “pipe” will be accepted as conduit.
6.  All schedule 80 bends shall have ends internally beveled.
7.  Reference Standards are NEMA TC-8 for EB-35, and NEMA TC-2 for Schedule 40 & 80.
8.  No flex duct or offsets allowed anywhere.


